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	CP SERIES DUPLEX PUMP
	CONTROL PANEL
	CP67BXXX1XX
	Completely read and thoroughly understand these instructions before proceeding to install and wire the control panel.





	INSTALLATION INSTRUCTIONS
	WIRING INSTRUCTIONS
	NOTE:  All wiring shall be in accordance with the National Electrical Code.
	The minimum allowable wire size is 14 AWG and of type THHN or MTW.
	The ground terminal provided inside the enclosure, on the back panel, must be connected to electrical ground.
	Caution: Bonding between conduits must be made.
	All conduit entrances and any external metal parts that may become energized must be grounded via the ground terminal provided on the back panel.
	
	
	
	
	
	
	Float Switch Wiring





	OPERATING INSTRUCTIONS
	
	
	
	
	Pump Down
	Pump Up
	High Alarm
	Low Alarm








